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REQUEST FOR QUOTATION — CRFQ ADJ24*15
MCA South- Insulated Steel Multi-Purpose Building Purchase-Installation

11. FACILITIES ACCESS: Performance of Contract Services may require access cards and/or
keys to gain entrance to Agency’s facilities. In the event that access cards and/or keys are
required:

12.

11.1.

11.2.

11.3.

11.4.

11.5.

Vendor must identify principal service personnel which will be issued access cards and/or
keys to perform service.

Vendor will be responsible for controlling cards and keys and will pay replacement fee,
if the cards or keys become lost or stolen.

Vendor shall notify Agency immediately of any lost, stolen, or missing card or key.

Anyone performing under this Contract will be subject to Agency’s security protocol and
procedures.

Vendor shall inform all staff of Agency’s security protocol and procedures.

MISCELLANEOUS:

12.1.

Contract Manager: During its performance of this Contract, Vendor must designate and
maintain a primary contract manager responsible for overseeing Vendor’s responsibilities
under this Contract. The Contract manager must be available during normal business hours
to address any customer service or other issues related to this Contract. Vendor should list its
Contract manager and his or her contact information below.

Contract Manager: _ Samuel O. Proctor

Telephone Number: _304-598-2285

Fax Number: No Fax

Email Address:  sproctor@veritaswv.com

a. Liquidated Damages: Contractor shall pay liquidated damages in the amount of
$1,500.00 per day of delay, plus a one-time fixed cost of $1,250.00 for Staff Judge
Advocate review for work not completed after contract completion date. This
clause shall in no way be considered exclusive and shall not limit the State or
Agency’s right to pursue any other available remedy.
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REQUEST FOR QUOTATION - CRFQ ADJ24*15
MCA South- Insulated Steel Multi-Purpose Building Purchase-Installation
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REQUEST FOR QUOTATION — CRFQ ADJ24*15
MCA South- Insulated Steel Multi-Purpose Building Purchase-Installation

GENERAL CONSTRUCTION SPECIFICATIONS (No AIA Documents)

1. PURPOSE AND SCOPE: The West Virginia Purchasing Division is soliciting bids on
behalf of the WV Army National Guard, Construction & Facilities Management Office, to
establish a contract for the following:

PROVIDE ALL LABOR, MATERIAL. TOOLS, SUPPLIES AND EQUIPMENT TO
PURCHASE AND CONSTRUCT AN INSULATED STEEL MULTI-PURPOSE
BUILDING AT MOUNTAINEER CHALLENGE ACADEMY SOUTH AT THE WVU-
TECH CAMPUS IN MONTGOMERY, WV. Contractor shall coordinate work through the
Agency Project Manager.

The Vendor shall furnish all materials, labor, and equipment necessary to complete all
Construction Services. The Vendor shall furnish any incidental work, materials, labor, and
equipment that are necessary to complete the Construction Services, even if such incidental
work is not explicitly included in the Project Plans.

The award, execution and completion of this project is contingent upon receipt of
funding; therefore, vendors are requested to honor the pricing submitted on their bids
for 90 days from the date bids are opened on this project.

Where brand names are shown, these names are intended to describe a quality of product, and
in no way are intended to limit products of equal quality. Therefore, products of other
manufacturers may be employed for this work provided they are of equivalent materials and
construction, and are equally adaptable to the conditions as approved by the agency.

Once you arrive at the Vining Library Parking Lot, contractors will be provided all
instructions by agency staff. Please follow the guidelines below regarding the pre-bid
meeting.

- No more than two (2) representatives of the interested bidder may attend the site
visit; to limit group size.

- Site visits will take place the day of the Pre-Bid meeting in small groups as directed
by the Agency Project Manager, vendors should plan on the possibility of being
onsite for several hours, depending on the number of contractors who attend.

- Visiting bidder representative(s) must abide by all safety precautions, as prescribed
by the Agency Project Manager.

- The site visit is NOT an opportunity to ask or submit technical questions about the
project. No verbal representations provided at a site visit are binding in any manner.
Interested bidders should submit all technical questions per the instructions in the
CFRQ.

Revised 06/08/18



REQUEST FOR QUOTATION — CRFQ ADJ24*15
MCA South- Insulated Steel Multi-Purpose Building Purchase-Installation

2. DEFINITIONS: The terms listed below shall have the meanings assigned to them below.
Additional definitions can be found in section 2 of the General Terms and Conditions and in
the Project Plans as defined below.

2.1 “Construction Services” means to provide turn-key installation, including all labor,
materials, tools, supplies and equipment, to purchase and provide construction of an
insulated steel multi-purpose building at the Mountaineer Challenge South Facility
located on the WV U Tech Campus, Montgomery, WV as more fully described in the
Project Plans.

2.2 “Pricing Page” means the pages contained in wvOASIS, attached hereto as Exhibit
A, or included in the Project Plans upon which Vendor should list its proposed price
for the Construction Services.

2.3 “Solicitation” means the official notice of an opportunity to supply the State with
Construction Services that is published by the Purchasing Division.

2.4 “Project Plans” means documents developed by an architect, an engineer, the
Agency, or another design professional, which are attached hereto as Exhibit B-F,
that provide detailed instructions on how the Construction Services are to be
performed. In the event that Project Plans contain drawings or other documents too
large to attach in Exhibit B-F, Vendors can obtain copies in accordance with Section
9 of these Specifications.

3. ORDER OF PRECEDENCE: This General Construction Specifications document will have
priority over, and supersede, anything contained in the Project Plans.

4. QUALIFICATIONS: Vendor, or Vendor’s staff if requirements are inherently limited to
individuals rather than corporate entities, shall have the following minimum qualifications:

4.1. Experience: Vendor, or Vendor’s supervisory staff assigned to this project, must have
successfully completed at least five (5) projects and have at least five (5) years of
experience and that involved work similar to that described in these specifications or the
Project Plans. Compliance with this experience requirement will be determined prior to
contract award by the State through references provided by the Vendor upon request,
through knowledge or documentation of the Vendor’s past projects, through confirmation
of experience requirements from the architect assisting the State in this project, or some
other method that the State determines to be acceptable. Vendor must provide any
documentation requested by the State to assist in confirmation of compliance with this
provision. References, documentation, or other information to confirm compliance with
this experience requirement may be requested after bid opening and prior to contract award.

Revised 06/08/18



REQUEST FOR QUOTATION - CRFQ ADJ24*15
MCA South- Insulated Steel Multi-Purpose Building Purchase-Installation

10.

CONTRACT AWARD: The Contract is intended to provide Agency with a purchase price
for the Construction Services. The Contract will be awarded to the lowest qualified responsible
bidder meeting the required specifications.

SELECTION OF ALTERNATES: Pursuant to W. Va. Code § 5-22-1(f), any solicitation of
bids shall include no more than five alternates. Alternates, if accepted, shall be accepted in the
order in which they are listed on the bid form. Any unaccepted alternate contained within a bid
shall expire 90 days after the date of the opening of bids for review. Determination of the
lowest qualified responsible bidder shall be based on the sum of the base bid and any alternates
accepted. This project contains One (1) alternate.

PERFORMANCE: Vendor shall perform the Construction Services in accordance with this
document and the Project Plans.

SUBSTITUTIONS: Any substitution requests must be submitted in accordance with the
official question and answer period described in the INSTRUCTIONS TO VENDORS
SUBMITTING BIDS, Paragraph 4. Vendor Question Deadline. Vendors submitting
substitution requests should submit product brochures and product specifications during the
official question and answer period.

PROJECT PLANS: The checked box will apply to Project Plans for this solicitation.

o No Additional Project Plan Documents: There are no additional Project Plans other than
those attached hereto as Exhibit(s) B-F or any subsequent addenda modifying Exhibit(s)
B-F.

CONDITIONS OF THE WORK

10.1. Permits: The Vendor shall procure all necessary permits and licenses to comply with

all applicable Federal, State, or Local laws, regulations and ordinances of any regulating
body.

10.2. Existing Conditions: If discrepancies are discovered between the existing conditions
and those noted in the specifications, Vendor must immediately notify the Agency's
representative. Vendor must also immediately notify the Agency if suspected hazardous
materials are encountered.

10.3. Standard Work Hours: The standard hours of work for this Contract will be Monday
through Friday from 7:30am to 4:00pm, excluding holidays recognized by the State of
West Virginia. Any work outside of the standard hours of work must be approved in
advance at the Agency’s sole discretion. Authorization of work outside of the standard
hours of work will not entitle Vendor to additional compensation.

Revised 06/08/18



REQUEST FOR QUOTATION — CRFQ ADJ24*15
MCA South- Insulated Steel Multi-Purpose Building Purchase-Installation

10.4. Project Closeout: Project Closeout shall include the following:

10.4.1. Final Cleanup: Vendor shall perform the final cleanup activities listed below,
along with any other final cleanup activities normally associated with the work
performed under this Contract, prior to final inspection:

10.4.1.1. Contractor is responsible for removing all construction debris daily.
10.4.1.2. Contractor is responsible for removing and disposing of any
demolished material; off site and at the contractor’s expense.

10.4.2. Final Inspection: Vendor shall participate in a final inspection with the
Agency’s project manager. The purpose of the final inspection will be to
identify deficiencies that need to be remedied prior to Agency’s final
acceptance of the work. Vendor shall at all times be obligated to perform in
accordance with the Contract and must take all actions necessary to ensure that
work complies with requirements of Contract prior to final acceptance. Final
acceptance does not waive or release Vendor from its obligation to ensure that
work complies with the Contract requirements. Vendor shall submit any
warranty documents to the Agency project manager at final inspection.

10.5. Payment:

10.5.1 Agency shall pay flat fee as shown on the Bid Form, for all Contract Services
performed and accepted under this Contract. Vendor shall accept payment in
accordance with the payment procedures of the State of West Virginia.

10.5.2 Invoices shall be submitted for payment (in arrears) and must include the
following information:

10.5.2.1 Invoice must include, at a minimum, invoice date, FEIN number, complete
address of vendor and Contract number.

10.5.2.2 Invoices shall be mailed to the following address:
WV Army National Guard
Construction & Facilities Management Office
1707 Coonskin Drive
Attn: Accounts Payable
Charleston, WV 25311

Revised 06/08/18



REQUEST FOR QUOTATION — CRFQ ADJ24*15
MCA South- Insulated Steel Multi-Purpose Building Purchase-Installation

11. FACILITIES ACCESS: Performance of Contract Services may require access cards and/or
keys to gain entrance to Agency’s facilities. In the event that access cards and/or keys are
required:

12.

11.1.

11.2.

11.3.

11.4.

11.5.

Vendor must identify principal service personnel which will be issued access cards and/or
keys to perform service.

Vendor will be responsible for controlling cards and keys and will pay replacement fee,
if the cards or keys become lost or stolen.

Vendor shall notify Agency immediately of any lost, stolen, or missing card or key.

Anyone performing under this Contract will be subject to Agency’s security protocol and
procedures.

Vendor shall inform all staff of Agency’s security protocol and procedures.

MISCELLANEOUS:

12.1.

Contract Manager: During its performance of this Contract, Vendor must designate and
maintain a primary contract manager responsible for overseeing Vendor’s responsibilities
under this Contract. The Contract manager must be available during normal business hours
to address any customer service or other issues related to this Contract. Vendor should list its
Contract manager and his or her contact information below.

Contract Manager: Samuel O. Proctor

Telephone Number: _ 304-598-2285

Fax Number: No Fax

Email Address:  sproctor@veritaswv.com

a. Liquidated Damages: Contractor shall pay liquidated damages in the amount of
$1,500.00 per day of delay, plus a one-time fixed cost of $1,250.00 for Staff Judge
Advocate review for work not completed after contract completion date. This
clause shall in no way be considered exclusive and shall not limit the State or
Agency’s right to pursue any other available remedy.
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EXHIBIT C-Scope of Work
WEST VIRGINIA ARMY NATIONAL GUARD
HEATED STEEL STORAGE BUILDING IN MONTGOMERY, WV
MOUNTAINEER CHALLENGE ACADEMY SOUTH CAMPUS

April 2024

Division 1 - General Requirements
00200 Instructions to Bidders

¢ Any and all contractual documents, information and procedures distributed by, or by any
other means conveyed, by WV State Purchasing or the office of; supersedes the language in
this document.

01100 Summary
Work to be performed:

Project consists of the supply and installation of a 50’ x 60’ insulated steel building at the MCA South
Campus located at Montgomery, WV,

Installation notes are as follows for the BASE BID:
Concrete Pad Requirements:

1. Excavate existing 50’x60’ area in location outlined in attachments.
Provide and install 50’x 60’ steel reinforced turndown concrete pad. (Rebar layout attached) See
Exhibit E attached.

3. Pad concrete thickness shall be a minimum of 6” in thickness of 4500psi concrete with 2” of
Class 2 aggregate base. (Rebar reinforcement layout attached) See Exhibit E attached.

4. Provide stub-ups in slab for all utilities. (water, sewer, electrical and gas)

5. Provide a 16’ x 50’ (field verify)} steel reinforced concrete driveway from access road to building
following the same specifications for building pad.

6. Provide a 4’ wide, steel reinforced concrete sidewalk from single door entrance of building to
existing sidewalk.

7. The sidewalk shall have a minimum of 4” in thickness of 4500psi concrete with 2” of Class 2
aggregate base.

8. Dispose of all construction debris offsite.

9. Repair any disturbed areas.

Steel Building Requirements:

1. Provide and install a 50’ x 60" x 14’H prefabricated insulated steel building with gable style roof
on new concrete pad.



Stamped drawings from building manufacturer shall be provided prior to construction.
Provide a 10’ x 10’ overhead coiling door w/ motorized opener at driveway.

Provide 2 — 36”"x 80” man doors. One shall be located at sidewalk and the other to left side of
10’ x 10’ garage door entrance.

Electrical Requirements:

1.

o LA B o 1

Provide and install meter base, switchgear and 42 slot distribution panel for new 208/270 three
phase, 400amp service.

Provide and install surface mounted conduit for lighting and electrical outlets throughout.
Provide and install LED high bay lighting fixtures, evenly spaced throughout building.

Lumen testing shall be performed to determine adequate lighting of space.

Provide and install 120V electrical receptacles evenly spaced throughout building.

All new work shall be installed in accordance with the latest version of the National Electric
Code.

HVAC Requirements:

1.

10.
14,
12.

13.

Provide and install a concrete pad mounted 8-ton Rheem RGEDZT Commercial Classic Series
packaged gas electric unit divided into two stages with a natural gas fired heating section, or
equal. (install location TBD) See Exhibit F attached for detailed specifications.

Provide and install switchgear and electrical connections for unit.

Package unit shall be three phase and have a new circuit pulled from the nearest service
entrance.

All new work shall be installed in accordance with the latest version of the National Electric
Code.

Provide and install piping for gas connections to unit.

Natural gas piping shall be sized and installed per the latest version of the Natural Fuel and Gas
Code.

Provide and install all supply and return insulated ductwork.

External supply and return ductwork shall be metal with internal insulation and sealed
weathertight.

Supply duct shall extend into the building and transition to fabric duct with internal hoop system
or equivalent and run the length of the building.

Return duct shall stop once it has entered the building and have a grill to cover the opening.
Ductwork shall be sized and installed per SMANCA Standards.

Unit shall be controlled by a single multi-stage thermostat mounted near the return duct
opening.

Contractor shall submit a test and balance report showing the unit is providing the correct CFM
based on the manufacturer’s specification.

Add/Alternate No. 1- Requirements:

=l il ol

Increase pad size to 80" x 120°.

Increase building size to 80" x 120,

Increase conduit quantities to accommodate space.
Increase lighting fixture quantities to accommodate space.



5. Increase electrical receptacle quantities to accommaodate space.

6. Increase size of HVAC unit and ductwork to accommodate space.

7. Provide and install a 50’ x 60’ (field verify) hardstand gravel parking area next to concrete
driveway.

8. Hardstand area shall be excavated, and separation fabric installed.

9. Hardstand area shall consist of 4” of 2” ASHTO base compacted and 2” of #57 stone topping
compacted.

01300 Administrative Requirements

PROJECT COORDINATION

e Coordinate construction activities included in Contract Documents to assure efficient and
orderly installation of each part of the Work.

¢ Where availability of space is limited, coordinate installation of different components to assure
maximum accessibility for required maintenance, service, and repair.

¢ Where necessary prepare memoranda for distribution to each party involved outlining special
procedures required for coordination. Include such items as required notices, reports, and
attendance at meetings. Prepare similar memoranda for Owner and separate Contractors
where coordination of their Work is required.

ADMINISTRATIVE PROCEDURES

e Coordinate scheduling and timing of required administrative procedures with other construction
activities to avoid conflicts and ensure orderly progress of the Work. Such administrative
activities include, but are not limited to:

o Preparing of schedules.

o Delivering and processing submittals.
o Progress meetings.

o Project Close-out activities.

CONSERVATION

e Coordinate construction activities to ensure that operations are carried out with consideration
given to conservation of energy, water, and materials.

GENERAL RESPONSIBILITIES

e The successful contractor is responsible for providing all parts, labor, equipment, and materials
required to provide a finished fully functional product as described in the objectives.
e The contractor is responsible for the cost and obtaining of all required permits.



The contactor is responsible to ensure all work is in compliance with all Federal, State, Local
Municipalities, State Fire Marshall and ATFP requirements.

Contractor is responsible for all permits; the contractor shall obtain all required permits prior to
initiation of any work. The contractor shall be responsible for the associated costs or permitting.
Contractor is responsible for field verifying all distances and quantities of materials and
components necessary for completion.

The contractor is responsible for cleaning up the work site and repairing the site to original
conditions once work is completed.

Contractor responsible for keeping the work site clean daily, free from excess debris and safety
hazards.

Contractor responsible for providing waste disposal for the project; contractor is responsible for
removing all construction waste debris off site at the contractor’s expense.

All materials shall be submitted and approved by the WVARNG prior to installation.

The West Virginia Army National Guard reserves the right to claim removed equipment from the
project. A list of equipment to be retained will be provided to the contractor prior to beginning
work. Contractor to make every effort to remove these items without damage.

The contractor will provide a schedule of values broken down per line item with material and
labor.

Owner has 7 business days to review and respond to Requests for Information (RFl)s.

Owner has 14 business days to review and respond to contract submittals.

Owner has 14 business days to review and respond to review drawings.

SITE ACCESS REQUIREMENTS

Access and general protection/security policy and procedures. This standard language is for
contractor employees with an area of performance within Army controlled installation, facility,
or area. Contractor and all associated sub-contractor’s employees shall provide all information
required for background checks to meet installation access requirements.

Contractor is responsible for coordinating with the Owner/Owner’s Representative, for access
and deliveries. The Owner requires two (2) business days’ notice to approve access to the
facility.

01400 Quality Requirements

The successful contractor will be required to provide a one-year warranty on all parts, labor, and
materials on the entire project.

01500 Temporary Facilities and Controls

The successful contractor will be required to provide their own temporary facilities. The West
Virginia Army National Guard will provide an area for the contractor to have a lay down area, and
a place for a job trailer.

The West Virginia Army National Guard will make every effort to provide electric and water for
the contractor’s lay down and job trailer site; however, it is not guaranteed.



01700 Execution Requirements

e Within 30 days of the government Final Acceptance of the project; the contractor shall be
responsible to provide any and all field notes, as-built drawings, or any other associated records
to the Owner.

Division 2 - Site Construction

CLEANING

e Promptly remove materials, rubbish, and debris from building and from property.

SALVAGEABLE MATERIALS

e Review with Owner at Preconstruction meeting about salvaged materials the Owner wishes to
retain from building renovation project.

¢ Remove with care materials to be retained by Owner and store on site where directed for pickup
by owner.

HANDLING

e Deliver materials and other components so they will not be damaged or deformed

e Exercise care in unloading, storing, and erecting materials to prevent bending, warping, twisting,
and surface damage.

e Stack materials on platforms/pallets, covered with suitable weathertight ventilated covering.

WARRANTY

e Furnish manufacturer's written warranty covering materials installed. This warranty shall be in
addition to and not a limitation of other rights the Owner may have against the Contractor under
the Contract Documents.

PRODUCTS
*  Will be in accordance with attached specifications.

INSTALLATION

¢ General: Comply with manufacturers' instructions and recommendations for installation, as
applicable to project.



CONTRACTOR LICENSE

AUTHORIZED BY THE

West Virginia Contractor
Licensing Board

NUMBER: Wv037797

CLASSIFICATION:
GENERAL BUILDING

VERITAS CONTRACTING LLC
DBA VERITAS CONTRACTING LLC
246 BUSINESS PARK DRIVE
FAIRMONT, WV 26554

EXPIRATION DATE

OCTOBER 12, 2024

i

Authorized Sigridture Chair, West Virginia Contractor
Licerising Board

! b

/4 A copy of this licensa must be readily available for inspection by the Board ori every job site where
© WEST VIRGINIA contracting work is being performied. This license nurnber must appear in all advertisernants, on all
CONTRACTOR bid subrnissians, and ori all fully executed and binding contracts. This license is non-transferable.
LICENSING BOARD This license is being issued under the provisians of West Virginia Code, Chapter 30, Articls 42.



