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REQUEST FOR QUOTATION
Building 3 Outdoor Stage Electrical Upgrades
CRFQ GSD2200000022

GENERAL CONSTRUCTION SPECIFICATIONS (No AIA Documents)

1.  Purpose and Scope: The West Virginia Purchasing Division is soliciting bids on behalf
of the WV Department of Administration, General Services Division, to establish a
contract for the following:

This project will involve furnishing and installing eight (8) new 20-amp weather resistant
outlets around the stage area with approximately 150 feet of 1 % plastic underground
approve conduit with #12 wiring connecting it to one (1) new 200-amp single-phase
stainless-steel weather resistant panel with 30 circuits and four (4) weather resistant outlets
mounted on the side of the panel. A new panel will be located at the location of the existing
panel. New wiring and conduit will also connect an existing conduit in front of the stage
area that powers an outlet in the flower bed across the walkway at the Building 3 Outdoor
Stage, this outlet will need to be checked to make sure it is in working order. If the outlet
is found to be not in working order, it will also need replaced in kind. The worksite is
located behind Building 3 on the Capitol Complex.

The Vendor shall furnish all materials, labor, and equipment necessary to complete all
Construction Services. The Vendor shall furnish any incidental work, materials, labor, and
equipment that are necessary to complete the Construction Services, even if such incidental
work is not explicitly included in the Project Plans.

2. Definitions: The terms listed below shall have the meanings assigned to them below.
Additional definitions can be found in section 2 of the General Terms and Conditions and
in the Specification’s Manual as defined below.

2.1. “Construction Services” means Outdoor Stage Electrical Upgrades as more fully
described in the Project Plans.

2.2. “Pricing Page” means the pages contained in wvOASIS, attached hereto, or
included in the Specifications/Project Manual upon which Vendor should list its
proposed price for the Construction Services.

2.3. “Solicitation” means the official notice of an opportunity to supply the State with
Construction Services that is published by the Purchasing Division.

24. “Project Plans” means documents developed by an architect, an engineer, the
Agency, or another design professional, which are attached hereto as Exhibit B,
that provide detailed instructions on how the Construction Services are to be
performed. In the event that Project Plans contain drawings or other documents too
large to attach in Exhibit B, Vendors can obtain copies in accordance with Section
9 of these Specifications.

3. ORDER OF PRECEDENCE: This General Construction Specifications document will
have priority over, and supersede, anything contained in the Specifications/Project Manual.
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REQUEST FOR QUOTATION
Building 3 Outdoor Stage Electrical Upgrades
CRFQ GSD2200000022

4. Qualifications: Vendor, or Vendor’s staff if requirements are inherently limited to
individuals rather than corporate entities, shall have the following minimum qualifications:

4.1. Experience: Vendor, or Vendor’s supervisory staff assigned to this project, must
have successfully completed at least three (3) projects that involved work similar
to that described in these specifications or the Project Plans. Compliance with this
experience requirement will be determined prior to contract award by the State
through references provided by the Vendor upon request, through knowledge or
documentation of the Vendor’s past projects, through confirmation of experience
requirements from the architect assisting the State in this project, or some other
method that the State determines to be acceptable. Vendor must provide any
documentation requested by the State to assist in confirmation of compliance with
this provision. References, documentation, or other information to confirm
compliance with this experience requirement may be requested after bid opening
and prior to contract award.

5. CONTRACT AWARD: The Contract is intended to provide Agency with a purchase
price for the Construction Services. The Contract will be awarded to the lowest qualified
responsible bidder meeting the required specifications. If the Pricing Pages contain
alternates/add-ons, the Contract will be awarded based on the grand total of the base bid
and any alternates/add-ons selected.

6. SELECTION OF ALTERNATES: Pursuant to W. Va. Code § 5-22-1(f), any solicitation
of bids shall include no more than five alternates. Alternates, if accepted, shall be accepted
in the order in which they are listed on the bid form. Any unaccepted alternate contained
within a bid shall expire 90 days after the date of the opening of bids for review.
Determination of the lowest qualified responsible bidder shall be based on the sum of the
base bid and any alternates accepted. Alternate selection will be identified in the Purchase
Order.

7. PERFORMANCE: Vendor shall perform the Construction Services in accordance with
this document and the Project Plans.

8. SUBSTITUTIONS: Any substitution requests must be submitted in accordance with the
official question and answer period described in the INSTRUCTIONS TO VENDORS
SUBMITTING BIDS, Paragraph 4. Vendor Question Deadline. Vendors submitting
substitution requests should submit product brochures and product specifications during
the official question and answer period.

9. CONDITIONS of the WORK
9.1. Permits: The Vendor shall procure all necessary permits and licenses to comply with

all applicable Federal, State, or Local laws, regulations, and ordinances of any
regulating body.
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REQUEST FOR QUOTATION
Building 3 Outdoor Stage Electrical Upgrades
CRFQ GSD2200000022

9.2. Existing Conditions: If discrepancies are discovered between the existing conditions
and those noted in the specifications, Vendor must immediately notify the Agency's
representative. Vendor must also immediately notify the Agency if suspected
hazardous materials are encountered.

9.3. Standard Work Hours: The standard hours of work for this Contract will be Monday
through Friday (7AM to 5SPM), excluding holidays recognized by the State of West
Virginia. Any work outside of the standard hours of work must be approved in advance
at the Agency’s sole discretion. Authorization of work outside of the standard hours
of work will not entitle Vendor to additional compensation.

9.4. Project Closeout: Project Closeout shall include the following:

94.1.

94.2.

Final Cleanup: Vendor shall perform the final cleanup activities listed below,
along with any other final cleanup activities normally associated with the work
performed under this Contract, prior to final inspection:

9.4.1.1. Remove all debris from working area.
9.4.1.2. Cleaning working area.

Final Inspection: Vendor shall participate in a final inspection with the
Agency’s project manager. The purpose of the final inspection will be to
identify deficiencies that need to be remedied prior to Agency’s final
acceptance of the work. Vendor shall at all times be obligated to perform in
accordance with the Contract and must take all actions necessary to ensure that
work complies with requirements of Contract prior to final acceptance. Final
acceptance does not waive or release Vendor from its obligation to ensure that
work complies with the Contract requirements. Vendor shall submit any
warranty documents to the Agency project manager at final inspection.

10. FACILITIES ACCESS: Performance of Contract Services may require access cards
and/or keys to gain entrance to Agency’s facilities. In the event that access cards and/or
keys are required:

10.1. Vendor must identify principal service personnel which will be issued access cards
and/or keys to perform service.

10.2. Vendor will be responsible for controlling cards and keys and will pay replacement
fee, if the cards or keys become lost or stolen.

10.3. Vendor shall notify Agency immediately of any lost, stolen, or missing card or key.

10.4. Anyone performing under this Contract will be subject to Agency’s security
protocol and procedures.
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REQUEST FOR QUOTATION
Building 3 Outdoor Stage Electrical Upgrades
CRFQ GSD2200000022

10.5. Vendor shall inform all staff of Agency’s security protocol and procedures.

11.  Contract Manager: During its performance of this Contract, Vendor must designate and
maintain a primary contract manager responsible for overseeing Vendor’s responsibilities
under this Contract. The Contract manager must be available during normal business hours
to address any customer service or other issues related to this Contract. Vendor should list
its Contract manager and his or her contact information below.

Chris Janey
Contract Manager:

304.766.0000 ext. 209

Telephone Number:

304.766.0003
Fax Number:

Email Address: cjaney@newtech-sys.com
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Building 3 Outdoor Stage Electrical Upgrades
CRFQ GSD2200000022

EXHIBIT A - Pricing Page
Name of Bidder:

Newtech Systems, Inc.

The Bidder, being familiar with and understanding the Bidding Documents and having examined
the site and being familiar with all local conditions affecting the project hereby proposes to furnish
all labor, material, equipment, supplies and transportation and to perform all Work in accordance
with the Bidding Documents within the time set forth for the sum of:

Base Bid:

$ 29,796.59 (Commodity Line 1)

Twenty Nine Thousand Seven Hundred Ninety Six Dollars and Fifty Nine Cents

(Show amount in both words and numbers)
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Agency WV-GSD
REQ.P.O# GSD2200000022

BID BOND
KNOW ALL MEN BY THESE PRESENTS, That we, the undersigned, Newtech Systems, Inc.
of 1850 Dalton Avenue _Ashland, KY 41102 , as Principal, and Western Surety Company
of 151 N. Franklin St. = Chicago, IL 60606 , @ corporation organized and existing under the laws of the State of ____
South Dakota  yith its principal office in the City of Chicago, IL , as Surety, are held and firmly bound unto the State
of West Virginia, as Obligee, in the penal sum of Five Percent of Bid-———--- (g 5% Of Bid----------—— ) {5 the payment of which,

well and truly to be made, we jointly and severally bind ourselves, our heirs, administrators, executors, successors and assigns.

The Condition of the above obligation is such that whereas the Principal has submitted to the Purchasing Section of the

Department of Administration a certain bid or proposal, attached hereto and made a part hereof, to enter into a contract in writing for
GSD2200000022 - Building 3 Outdoor Stage Electrical Upgrades

NOW THEREFORE,
(@) If said bid shall be rejected, or
(b) If said bid shall be accepted and the Principal shall enter into a contract in accordance with the bid or proposal

attached hereto and shall furmish any other bonds and insurance required by the bid or proposal, and shall in all other respects perform
the agreement created by the acceptance of said bid, then this obligation shall be null and void, otherwise this obligation shall remain in
full force and effect. It is expressly understood and agreed that the liability of the Surety for any and all claims hereunder shall, in no
event, exceed the penal amount of this obligation as herein stated.

The Surety, for the value received, hereby stipulates and agrees that the obligations of said Surety and its bond shall be in no
way impaired or affected by any extension of the time within which the Obligee may accept such bid, and said Surety does hereby
waive notice of any such extension.

WITNESS, the following signatures and seals of Principal and Surety, executed and sealed by a proper officer of Principal and
Surety, or by Principal individually if Principal is an individual, this__16th_day of December , 2021

Newtech Systems, Inc.
(Name of Principal)

By, Lhssoos. (. (DA

(Must be President, Vice President, or
Duly Authorized Agent)

Principal Seat

Vice PRESIDENT
(Title)

Western Surety Company
(Name of Surety)

Qo Kb

Jill M:ﬂis Gibsan, Attorney-in-Fact

Surety Seai

IMPORTANT - Surety executing bonds must be licensed in West Virginia to transact surety insurance, must affix its seal, and
must attach a power of attorney with its seal affixed.



Western Surety Company

POWER OF ATTORNEY APPOINTING INDIVIDUAL ATTORNEY-IN-FACT

Know All Men By These Presents, That WESTERN SURETY COMPANY, a South Dakota corporation, is a duly organized and existing corporation

having its principal office in the City of Sioux Falls, and State of South Dakota, and that it does by virtue of the signature and seal herein affixed hereby make,

constitute and appoint

Nancy D Lawson, Joseph A Stanton, Jill Morris Gibson, Bradley A Meredith, Ryan Wingrove,
Adam L Yeager, Individually

of Huntington, WV, its true and lawful Attorney(s)-in-Fact with full power and authority hereby conferred to sign, seal and execute for and on its behalf bonds,

undertakings and other obligatory instruments of similar nature
- In Unlimited Amounts -
and to bind it thereby as fully and to the same extent as if such instruments were signed by a duly authorized officer of the corporation and all the acts of said

Attorney, pursuant to the authority hereby given, are hereby ratified and confirmed.

This Power of Attorney is made and executed pursuant to and by authority of the By-Law printed on the reverse hereof, duly adopted, as indicated, by

the shareholders of the corporation,

In Witness Whereof, WESTERN SURETY COMPANY has caused these presents to be signed by its Vice President and its corporate seal to be hereto

affixed on this 24th day of June, 2021.
WESTERN SURETY COMPANY

eﬁ'}%
)
R

o &q%;‘;’%
Se INFLH
T GRS . .
aul T. Bruflat, Vice President

Statz of Scuth Dakota <
County of Minnehaha

On this 24th day of June, 2021, before me personally came Paul T. Bruflat, to me known, who, being by me duly sworn, did depose and say: that he
resides in the City of Sioux Falls, State of South Dakota; that he is the Vice President of WESTERN SURETY COMPANY described in and which executed
the above instrument; that he knows the seal of said corporation; that the seal affixed to the said instrument is such corporate seal; that it was so affixed pursuant

to authority given by the Board of Directors of said corporation and that he signed his name thereto pursuant to like authority, and acknowledges same to be

the act and deed of said corporation.

bbbttt i

. . . + +
My commission expires : M. BENT i
H NOTARY PUBLIC /27
March 2, 2026 690 soum oaom GO} M
PRI 3
—

M. Bent, Notary Public
CERTIFICATE

I, L. Nelson, Assistant Secretary of WESTERN SURETY COMPANY do hereby certify that the Power of Attorney hereinabove set forth is still in force,

and further certify that the By-Law of the corporation printed on the reverse hereof is still in force. In testimony whereof | have hereunto subscribed my name

and affixed the seal of the said corporation this 16" day of December, 2021.

WESTERN SURETY COMPANY

L. Nelson, Assistant Secretary
Form F4280-7-2012
Go to www.cnasurety.com > Owner / Obligee Services > Validate Bond Coverage, if you want to verify bond authenticity.




REQUEST FOR QUOTATION
Building 3 Outdoor Stage Electrical Upgrades

EXHIBIT B - PROJECT PLANS
1. Mandatory Requirements:

1.1. Mandatory Contract Services Requirements and Deliverables: Contract Services
must meet or exceed the mandatory requirements listed below.

1.1.1. Vendor shall furnish and install eight (8) new 20-amp weather resistant outlets
around the stage area with approximately 150 feet of 1 2 plastic underground
approve conduit with #12 wiring connecting it to one (1) new 200-amp single-
phase stainless-steel weather resistant panel with 30 circuits and four (4) weather
resistant outlets mounted on the side of the panel. A new panel will be located at
the location of the existing panel. New wiring and conduit will also connect an
existing conduit in front of the stage area that powers an outlet in the flower bed
across the walkway at the Building 3 Outdoor Stage, this outlet will need to be
checked to make sure it is in working order. If the outlet is found to be not in
working order, it will also need replaced in kind. All measurements to be field
verified by the contractor.

2. PERFORMANCE: Vendor and Agency shall agree upon a schedule for performance of
Contract Services and Contract Services Deliverables, unless such a schedule is already
included herein by Agency. In the event that this Contract is designated as an open-end
contract, Vendor shall perform in accordance with the release orders that may be issued
against this Contract.

2.1 Vendor and Agency shall agree upon a schedule for performance of Contract Services
and Contract Services Deliverables, unless such a schedule is already included herein by
Agency.

2.2 The Vendor shall provide the Agency Project Manager with an overall project schedule
within seventy-two (72) hours of Award of the Contract. The proposed project schedule
shall indicate arecas to be worked. Where coordination or disruption of adjacent
workspaces or occupants may be required, provide at least one week’s advance notice
prior to conducting work in those areas. Vendor shall adhere to schedule provided and
coordinate through the Agency Project Manager.

2.3 Work shall be conducted as a single project. The work schedule shall be reviewed and
approved by the Agency Project Manager prior to commencement of the work. The
Vendor shall coordinate the schedule around the Agency’s work requirements.

3. TRAVEL: Vendor shall be responsible for all mileage and travel costs, including travel
time, associated with performance of this Contract. Any anticipated mileage or travel costs
may be included in the Vendor’s bid, but such costs will not be paid by the Agency
separately.
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REQUEST FOR QUOTATION
Building 3 Outdoor Stage Electrical Upgrades

4. PROJECT SPECIFIC CONDITIONS OF THE WORK:

4.1. Limits of Work:

4.1.1. Work areas will be limited to those spaces required for access to the jobsite. The
tenant State Agencies or Agency will be responsible for clearing work areas of
furniture and property prior to work commencement per the work schedule.

4.1.2. Some interior space may be utilized for temporary (overnight) storage of
equipment and tools. Coordinate storage needs with the Agency Project Manager.

4.1.3. Agency facilities shall remain in use during this contract. Contractor shall work
with the Building Manager to coordinate the temporary access to work areas and
otherwise provide for the Contractor needs to complete work. Contractor shall
minimize disruption to building work areas and loading dock access.

Contractor shall be permitted reasonable use of building utilities including power,
water and sanitary sewage disposal as required for conducting the work.
Contractor shall coordinate the location of service connections or use of
receptacles with the Building Manager to avoid overloading existing circuits.

4.2, Contractor Visitor Badges

4.3.

44.

Contractor shall provide a list of all personnel working on this project within the
building. This list shall include a copy of a valid driver’s license or other legal
identification and include date of birth and cell phone number. Workers shall carry valid
Contractor Photo ID Badges to be worn when working in the building. Under no
circumstances shall a worker be assigned to this project without the validation first being
submitted to the General Services Division and approval given.

Work Restrictions

Access to the building shall be coordinated with the Owner. Contractor shall not leave
open doors unattended and shall close doors when not in use.

This is a non-smoking building. Smoking is not permitted within the building or near
entrances, operable windows, or outdoor air intakes.

Parking

Some parking is available on the project site. Parking in non-designated areas is not
permitted. Parking is the responsibility of the contractor. With prior approval,
contractor’s vehicles may be brought on-site for loading & unloading or to provide
equipment necessary for conducting the work.

Revised 06/08/18



REQUEST FOR QUOTATION
Building 3 Outdoor Stage Electrical Upgrades

Use of loading dock areas or sidewalk areas for parking is strictly prohibited.

Vendor must coordinate with the Agency on how best to minimize disruption of
employee parking during the execution of the work.

4.5. Codes

All work is to be performed in compliance with applicable Federal and State codes
including but not limited to the International Building Code, International Mechanical
Code, Life Safety Code, NEC, OSHA, UL, ANSI, ASME and related standards.

4.6. Safety

All applicable local safety and OSHA rules and guidelines shall be met by the Contractor.
Work shall be subject to verification and inspection by GSD Safety representatives. Such
verification shall not relieve the Contractor from meeting all applicable safety regulations
and inspection by other agencies.

4.7. Hot Work Permit

Contractor shall obtain Owner’s permission prior to performing any work that requires an
open flame, creates sparks, use’s equipment that creates combustible temperatures, or
performs any work that could result in a fire hazard. Owner will review work area and
issue a ‘Hot Work Permit’ prior to Contractor commencing work. Note that the
Contractor must take proper precautions and may be required to provide a Fire Watch as
a condition of the permit.

4.8. Workmanship
Contractor shall complete all work in a neat and workmanlike manner. All work shall be
done using new materials in a manner that meets commercial quality standards. Work
shall be neat, true, plumb, and square, as applicable. Contractor shall verify all
dimensions.

4.9. General Services Division Jobsite Safety Handbook

Prior to beginning any work covered by the Contract, Vendor shall have read, reviewed,
and acknowledged in writing the attached Jobsite Safety Handbook (Exhibit C).

4.10. Warranty

Agency requires a minimum one-year warranty on material and labor.
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WVv-75
06/29/18

State of West Virginia

PURCHASING DIVISION

Construction Bid Submission Review Form

This list

has been provided for informational purposes only and is not to be consirued as a complete list of request for

quotation or bidding requirements for any individual construction project. This list does not and cannot include every item,

mistake

or oversight that could cause a contractor’s bid to be disqualified. Rather, this list is intended to draw attention to

some of the most common problems that the Purchasing Division encounters in the bidding process for construction
projects. All potential bidders must read the request for quotation, all additional documents, and all instructions relating
thereto (“Bid Documents”) in their entirety to identify the actual request for quotation and bidding requirements. Failure to
read the Bid Documents in their entirety and comply with the stated requirements contained therein may result in bid
disqualification.

203 OO IEN B i Pz

Errors That Shall Be Reason for Immediate Bid Disqualification

Failure to attend a mandatory pre-bid meeting

Failure to sign the bid

Failure to supply a valid bid bond or other surety approved by the state of West Virginia
Failure to meet any mandatory requirement of the solicitation

Failure to acknowledge receipt of Addenda (only if stipulated as mandatory)

Failure to submit bid prior to the bid opening date and time

Federal debarment

State of West Virginia debarment or suspension

Errors that May Be Reason for Bid Disqualification Before Contract Award

Debt to the state or political subdivision (must be cured prior to award)

Workers' Compensation or Unemployment Compensation delinquency (must be cured prior to
award)

Not registered as a vendor with the state of West Virginia (must be cured prior to award)
Failure to obtain required bonds and/or insurance

Failure to provide the sub-contractor listing within one business day of bid opening or one
business day of the request to do so by the Purchasing Division.

Failure to supply West Virginia contractor’s license number with bid or within one day of
Purchasing Division request to do so.

Failure to supply a signed drug-free workplace affidavit with bid or within one day of
Purchasing Division request to do so.

Failure to use the provided solicitation form (only if stipulated as mandatory).

Failure to complete the Disclosure of Interested Parties to Contracts form (if contract has an
actual or estimated value of $1 million or more; does not apply to publicly traded companies
listed on national or internal stock exchange)

WV-75 Construction Bid Submission Review Form Rev. 06/29/18



DHHR
PURCHASING AFFIDAVIT

CONSTRUCTION CONTRACTS: Under W. Va. Code § 5-22-1(i), the contracting public entity shall not award a
construction contract to any bidder that is known to be in default on any monetary obligation owed to the state or a
political subdivision of the state, including, but not limited to, obligations related to payroll taxes, property taxes, sales and
use taxes, fire service fees, or other fines or fees.

ALL OTHER CONTRACTS: No contract or renewal of any contract may be awarded by the state or any of its political
subdivisions to any vendor or prospective vendor when the vendor or prospective vendor or a related party to the vendor
or prospective vendor is a debtor and: (1) the debt owed is an amount greater than onethousand dollars in the
aggregate; or (2) the debtor is in employer default.

EXCEPTION: The prohibition listed above does not apply where a vendor has contested any tax administered pursuant to chapter
eleven of the W. Va. Code, workers’ compensation premium, pemit fee or environmental fee or assessment and the matter has
not become final or where the vendor has entered into a payment plan or agreement and the vendor is not in default of any of the
provisions of such plan or agreement.

DEFINITIONS:

“Debt” means any assessment, premium, penalty, fine, tax or other amount of money owed to the state or any of its political
subdivisions because of a judgment, fine, permit violation, license assessment, defaulted workers’ compensation premium, penalty
or other assessment presently delinquent or due and required to be paid to the state or any of its political subdivisions, including
any interest or additional penalties accrued thereon.

“Employer default” means having an outstanding balance or liability to the old fund or to the uninsured employers' fund or being
in policy default, as defined in W. Va. Code § 23-2c-2, failure to maintain mandatory workers' compensation coverage, or failure to
fully meet its obligations as a workers' compensation self-insured employer. An employer is not in employer default if it has entered
into a repayment agreement with the Insurance Commissioner and remains in compliance with the obligations under the
repayment agreement.

“Related party” means a party, whether an individual, corporation, partnership, association, limited liability company or any other
form or business association or other entity whatsoever, related to any vendor by blood, marriage, ownership or contract through
which the party has a relationship of ownership or other interest with the vendor so that the party will actually or by effect receive or
control a portion of the benefit, profit or other consideration from performance of a vendor contract with the party receiving an
amount that meets or exceed five percent of the total contract amount.

AFFIRMATION: By signing this form, the vendor’s authorized signer affirms and acknowledges under penalty of
law for false swearing (W. Va. Code §61-5-3) that: (1) for construction contracts, the vendor is not in default on
any monetary obligation owed to the state or a political subdivision of the state, and (2) for all other contracts,
that neither vendor nor any related party owe a debt as defined above and that neither vendor nor any related
party are in employer default as defined above, unless the debt or employer default is permitted under the
exception above.

WITNESS THE FOLLOWING SIGNATURE:
Vendor's Name: NEWTELRY SysTEMS | NC -

Authorized Signaturem Q- ]//i«ﬁ«- Date: L l/) ‘5/2 |

1

State of Zgl\\ AL ~/

County of Ro AV} B , to-wit:

S
Taken, subscribed, and sworn to before me this lL day of NO\/Q A% Iﬁﬁf ; 20_[_.
My Commission expires Vo 1l .20 D2

ALISA G. BELVILLE noTary pusLic_( A na 5 E&&kw D+ Y1+

Notary Public . o )

Kentucky State at Lar ge Purchasing Affidavit (Revised 07/07/2017)
Notary ID #612412

My Commission Expires December 16, 2022

AFFIX SE




WvV-73
Approved / July 7, 2017

State of West Virginia
DRUG FREE WORKPLACE CONFORMANCE AFFIDAVIT
West Virginia Code §21-1D-5
STATE OF WEST VIRGINIA,

COUNTY OF KAWAWNAC TO-WIT:

I;—\_\:\OMAS A-VaRLER | after being first duly sworn, depose and state as follows:

1. I am an employee of _ NEWTecW SYsTEemS, INC - ; and,
(Company Name)

2. 1do hereby attest that NEVTTecH Systems e .
(Company Name)

maintains a written plan for a drug-free workplace policy and that such plan and
policy are in compliance with West Virginia Code §21-1D.

The above statements are sworn to under the penalty of perjury.

Printed Name: _ItoMAa S A- VigLezw
Signature: e CA. \4,\“\_,

Title: Vice PRESIDEMT

Company Name:_ NEwxecH S STEMS | NC.

Date: |\/l€/zl

A
Taken, subscribed and sworn to before me this 1S~ day of NLWQW&@(, FJOH .
By Commission expires "\)20. \U ( 9’09*}

(Seal) &UD("\ C’( E}JLLLQU \D&U))LHQ-

(Notary Public)

ALISA G. BELVILLE
Notary Public
Kentucky State at Large Rev. July 7, 2017

o Notary ID #612412
" My Commission Expires December 16, 2022




WV-72
Approved / Revised 08/01/15

State of West Virginia
Purchasing Division

CERTIFIED DRUG-FREE WORKPLACE REPORT COVERSHEET

In accordance with West Virginia Code § 21-1D-7b, no less than once per year, or upon completion of the
project, every contractor shall provide a certified report to the public authority which let the contract. That report
must include each of the items identified below in the Required Report Content section.

Instructions: Vendor should complete this coversheet, attach it to the required report, and submit it to the
appropriate location as follows: For contracts more than $25,000, the report should be mailed to the West
Virginia Purchasing Division at 2019 Washington Street East, Charleston, WV 25305. For contracts of $25,000
or less, the vendor should mail the report to the public authority issuing the contract.

Contract ldentification:

Contract Number:  CREQ 0211 GSD2200000022

Contract Purpose: _Building 3 Outdoor Stage Electrical Upgrade

Agency Requesting Work: "WV Department of Administration, General Services Division

Required Report Content: The attached report must include each of the items listed below. The vendor
should check each box as an indication that the required information has been included in the attached report.

O Information indicating the education and training service to the requirements of West Virginia Code §
21-1D-5 was provided,;

O Name of the laboratory certified by the United States Department of Health and Human Services or its
successor that performs the drug tests;

O Average number of employees in connection with the construction on the public improvement;
O Drug test results for the following categories including the number of positive tests and the number of

negative tests: (A) Pre-employment and new hires; (B) Reasonable suspicion; (C) Post-accident; and
(D) Random.

Vendor Contact Information:

Vendor Name: NeWteCh Systems Vendor Telephone: 304.766.0000 ext. 209

Vendor Address: 420 16th St. Vendor Fax: 304.766.0003
Dunbar, WV 25064 Vendor E-Mail: cjaney@newtech-sys.com




Jobsite Safety Handbook

For Contractors
Department of Administration (DOA)

General Services Division (GSD)

112 California Avenue
Building Four, 5" Floor
Charleston, WV

THIS HANDBOOK IS TO BE POSTED IN A VISIBLE AREA AT ALL CONSTRUCTION
PROJECTS AND/OR CONTRACTOR WORKSITES

Contractor Contact: Chris Janey Phone #; 304.766.0000 ext. 209

EMERGENCY CONTACTS:

Project Manager:

Name: _Chris Janey Phone #: 304.539.6932

Emergency Services #: 911

GSD Safety Section:

112 California Ave, Bldg.4 5™ Floor. Charleston, WV 25305

Jonathan Trout: Work# 304 352-5522 Cell# 304-205-2721
Marsha Bowling Work# 304-352-5523 Cell# 304-951-1410
Revision 8/17/21
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JOBSITE SAFETY HANDBOOK

The following is a summary of applicable jobsite safety requirements. This handbook is
intended to be used as a guide and in no way reflects all applicable safety
requirements. All employees are responsible for ensuring a safe working environment.
All hazards must be addressed regardless if they have been addressed in this
handbook. All contractors working on GSD projects are required to follow OSHA
regulations.

GSD safety and health procedures are available for review 24/7 in the Main Capitol
Building basement, MB-69.

1. BUILDING ALARMS

In the event of a fire, sound the alarm and/or notify other building occupants
immediately. Contractor personnel shall respond appropriately to all alarms by exiting
the building immediately and remaining at least 50 feet from the building to allow for
emergency response access.

2. PERSONAL PROTECTIVE EQUIPMENT (PPE)
Workers must use personal protective equipment, such as:

Hard hats when overhead, falling or flying hazards exist;
Safety glasses or face shields for welding, cutting, nailing (including pneumatic), or
when working with concrete and/or harmful chemicals;

¢ Proper shoes or boots to lessen slipping hazards and prevent toe crushing and nail
punctures;

o Safety belts and/or harness systems for fall protection.

3. HOUSEKEEPING AND ACCESS AROUND SITE

o Keep all walkways and stairways clear of trash/debris and other materials such as
tools and supplies to prevent tripping.

e Keep boxes, scrap lumber and other materials picked up and put in a dumpster or
trash/debris area to prevent fire and tripping hazards.

¢ Provide enough light to allow workers to see and to prevent accidents.

STAIRS AND LADDERS
All stairs are to be equipped with standard handrails.
Keep ladders in good condition and free of defects — Do not use job made ladders.
Inspect ladders before use for broken rungs or other defects so falls don't happen.
Discard defective ladders.
e Secure ladders at the top and brace or tie off at the bottom to prevent them from
slipping and causing falls.

e o o
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5.

SCAFFOLDS AND OTHER WORK PLATFORMS

Scaffolding is to be assembled and used according to OSHA regulations.

General scaffolding guidance:

Provide ladders or stairs to access scaffold and work platforms safely.

Keep scaffolds and work platforms free of debris. Keep tools and materials as neat
as possible on scaffolds and platforms. This will help prevent materials from falling
and workers from tripping.

e Erect scaffolds on firm and level foundations.

¢ Scaffold legs must be placed on firm footing and secured from movement or tipping,
especially on dirt or similar surfaces (a good foundation is a must).

¢ Erecting and dismantling scaffolds must be under the supervision of a Competent
Person.

The competent person must inspect scaffolds before each use.

Don't use blocks, bricks, or pieces of lumber to level or stabilize the footings.
Manufactured base plates or “mud sills” made of hardwood or equivalent can be
used.

Planking:

¢ Fully plank or use manufactured decking to provide a full work platform on scaffolds.
The platform decking and/or scaffold planks must be scaffold grade and not have
any visible defects.

e Extend planks or decking material at least 6’ over the edge or cleat them to prevent
movement. The work platform or planks must not extend more than 12" beyond the
end supports to prevent tipping when stepping or working.

¢ Be sure that manufactured scaffolds are the proper size and that the end hooks are
attached to the scaffold frame.

Guardrails:

e Guard scaffold platforms that are more than 10 feet above the ground or floor
surface must have a standard guardrail. If guardrails are not practical, use other fall
protection devices such as safety belts/harnesses and lanyards.

¢ Place the top rail approximately 42" above the work platform or planking, with a mid-
rail about half that high at 21”.

¢ |nstall toe boards when other workers are below the scaffold.

6. FALL PROTECTION

OSHA has specific and detailed requirements for fall protection — refer to 29 CFR 1926
Subpart M, 29 CFR 1910, 29 CFR Subpart I. A few of those requirements are listed
below:
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Guarding:

¢ Install guardrails around open floors and walls when the fall distance is 4’ or more.
The top rail must withstand a 200 Ib load.

e Construct guardrails with a top rail approximately 42" high with a midrail about half
that high at 21”.

Install toe boards when other workers are below the work area.
Cover floor openings larger than 2x2 (inches) with material to safely support the
working load.

e Use other fall protection systems like personal fall arrest systems (harness &
lanyard), slide guards, roof anchors or alternative safe work practices when a
guardrail system cannot be used. Only wear proper shoes or footwear to lessen
slipping hazards.

e Train workers on safe work practices before performing work on foundation walls,
roofs, trusses, or where performing exterior wall erections and floor installations.

e Flagging systems can be used, where appropriate. Flagging systems must comply
with OSHA guidance.

7. EXCAVATION AND TRENCHING

Refer to OSHA regulations for excavation and trenching requirements, along with
regulations for walking and working surfaces: 28 CFR 1926 Subpart P, 29 CFR 1910
Subpart D

Some of the Excavation and Trenching requirements are listed below:

¢ Find the location of all underground utilities by contacting West Virginia 811 before
digging. Dial 811 or 800-245-4848.

o Keep workers away from digging equipment and never allow workers in an
excavation when equipment is in use.

o Keep workers from getting between equipment in use and other obstacles and
machinery that can cause crushing hazards.

Keep equipment and the excavated dirt back 2 feet from the edge of the excavation.

e Have a competent person conduct daily inspections and correct any hazards before
workers enter a trench or excavation.

o Provide workers a way to get into and out of a trench or excavation. Ladders and
ramps can be used and must be within 25’ of the worker.

o For excavations and utility trenches over 5 feet deep, use shoring (trench boxes),
benching, or slope back the sides. Unless soil analysis has been completed, the
earth’s slope must be at least 1-1/2 horizontal to 1 vertical

o Keep water out of trenches with a pump or drainage system, and inspect the area for
soil movement and potential cave-ins.

Open ditches more than 24 hours or overnight must have fence protection.

Keep drivers in the cab and workers away when dirt and other debris are being
loaded into dump trucks. Workers must never be allowed under any load and must
stay clear of the back of vehicles.
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TOOLS AND EQUIPMENT

¢ Maintain all hand tools and equipment in safe condition and check regularly for
defects. Broken or damaged tools and equipment must be removed from the jobsite.

e Use double insulated tools, or ensure the tools are grounded (check for ground
plug).

e Equip all power saws (circular, skill, table, etc) with blade guards. Saws must be
turned off when unattended. Unplug all power tools when not in use.

e Make sure cords are not damaged. The outer insulation must not be cut or
damaged.

¢ Pneumatic and powder-actuated tools must only be used by trained and
experienced personnel. Require proper eye protection for workers.

o Never leave cartridges for pneumatic or powder-actuated tools unattended. Keep

equipment in a safe place, according to manufacturer’s instructions.

. VEHICLES AND MOBILE EQUIPMENT

¢ Inform workers verbally and provide training to stay clear of backing and turning
vehicles and equipment with rotating cabs.

¢ Maintain back-up alarms for equipment with limited rear view or use someone to
help guide them back.
Verify experience or provide training to crane and heavy equipment operators.

e Maintain at least 10 foot clearance from overhead power lines when operating
equipment.
Block up the raised bed when inspecting or repairing dump trucks.
Use a tag line to control materials moved by a crane.

10. ELECTRICAL

¢ Prohibit work on new and existing energized (hot) electrical circuits until all power is
shut off and a positive “Lockout/Tagout System” is in place.

¢ Maintain all electrical tools and equipment in safe condition and check regularly for
defects.

o Broken or damaged tools and equipment must be removed from the jobsite.
Protect all temporary power (including extension cords) with Ground Fault Circuit
Interrupters (GFCI’s). Plug into a GFCI protected temporary power pole, a GFCI
protected generator, or use a GFCI extension cord to protect against shocks.

o Locate and identify overhead electrical power lines. Make sure that ladders,
scaffolds, equipment or materials never come within 10 feet of electrical power lines.

e Exterior electrical must be approved (UL, NEMA, etc) for exterior use (no internal
junction boxes).

11. FIRE PREVENTION
o Provide fire extinguishers near all welding, soldering or other ignition sources.

¢ Avoid spraying of paint, solvents or other types of flammable materials in rooms with
poor ventilation. Build up of fumes and vapors can cause explosions or fires.
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¢ Store gasoline and other flammable materials in a safety can outdoors or in an
approved storage facility. (Metal cans with self-sealing lids).

12. CHEMICAL HAZARDS

All hazardous chemicals present in the workplace must have an up-to-date Material
Safety Data Sheet (MSDS). All contractors shall maintain MSDS for chemicals used or
stored at GSD facilities. All warnings and directions for use must be followed.

13. CONFINED SPACES

By definition, a confined space:
¢ Is large enough for an employee to enter fully and perform assigned work;
¢ Is not designed for continuous occupancy by the employee; and
e Has a limited or restricted means of entry or exit.
These spaces may include underground vaults, tanks, storage bins, pits and diked
areas, vessels, silos and other similar areas.

By definition, a permit-required confined space has one or more of these
characteristics:

e Contains or has the potential to contain a hazardous atmosphere;

e Contains a material with the potential to engulf someone who enters the
space;

e Has an internal configuration that might cause an entrant to be trapped or
asphyxiated by inwardly converging walls or by a floor that slopes
downward and tapers to a smaller cross section; and/or

¢ Contains any other recognized serious safety or health hazards.

Entry into confined spaces without an evaluation is forbidden. Entry into permit-
required confined spaces requires compliance with all OSHA requirements. Entry
into non-permit spaces will require an evaluation by GSD Safety to confirm that
conditions remain non-permit required.

Contractors that perform confined space entry activities are required to comply
with OSHA regulations. GSD will not provide confined space rescue equipment.

14. LOCK-OUT/TAG-OUT

Before working on, repairing, adjusting or replacing equipment and machinery, all
appropriate safety procedures, including lockout/tagout, must be utilized to place the
machinery or equipment in a neutral or zero mechanical state.

Outside contractors are expected to have knowledge of lock-out/tag-out requirements.
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Contractor Acknowledgement:

I, the undersigned, have read, reviewed and acknowledge my understanding of the General
Services Division safety requirements, as set forth in this handbook. | am also aware that all
applicable rules and regulations are to be followed, regardless of whether they are specifically
mentioned in this handbook.

Contractor Representative (Print Name): _Chris Janey

Contractor Representative Signature: %w % Date: 12/15/2021

This signed acknowledgement must be signed and returned to the GSD Safety Section prior to
start of project work.
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CERTIFICATE OF LIABILITY INSURANCE

DATE (MM/DD/YYYY)
12/14/2021

REPRESENTATIVE OR PRODUCER, AND THE CERTIFICATE HOLDER.

THIS CERTIFICATE IS ISSUED AS A MATTER OF INFORMATION ONLY AND CONFERS NO RIGHTS UPON THE CERTIFICATE HOLDER. THIS
CERTIFICATE DOES NOT AFFIRMATIVELY OR NEGATIVELY AMEND, EXTEND OR ALTER THE COVERAGE AFFORDED BY THE POLICIES
BELOW. THIS CERTIFICATE OF INSURANCE DOES NOT CONSTITUTE A CONTRACT BETWEEN THE ISSUING INSURER(S), AUTHORIZED

certificate holder in lieu of such endorsement(s).

IMPORTANT: If the certificate holder is an ADDITIONAL INSURED, the policy(ies) must be endorsed. If SUBROGATION IS WAIVED, subject to
the terms and conditions of the policy, certain policies may require an endorsement. A statement on this certificate does not confer rights to the

PRODUCER CONTACT Joanna Conley
FAX
THORNBURG INSURANCE AGENCY INC FX_/'SNNEO Ext: (304)697-7650 (AJC, Noy, (304)697-7699
2519 3rd Ave EMAL . Jconley@thornburgagency .com
P O Box 2966 INSURER(S) AFFORDING COVERAGE NAIC #
Huntington WV 25728 insurer A: WestField Insurance Company 24112
INSURED INSURER B : BrickStreet Mutual Insurance 12372
Newtech Systems, Inc. INSURER C :
420 16th Street INSURER D :
INSURERE :
Dunbar WV 25064 INSURER F :
COVERAGES CERTIFICATE NUMBER:2019-2020 REVISION NUMBER:
THIS IS TO CERTIFY THAT THE POLICIES OF INSURANCE LISTED BELOW HAVE BEEN ISSUED TO THE INSURED NAMED ABOVE FOR THE POLICY PERIOD
INDICATED. NOTWITHSTANDING ANY REQUIREMENT, TERM OR CONDITION OF ANY CONTRACT OR OTHER DOCUMENT WITH RESPECT TO WHICH THIS
CERTIFICATE MAY BE ISSUED OR MAY PERTAIN, THE INSURANCE AFFORDED BY THE POLICIES DESCRIBED HEREIN IS SUBJECT TO ALL THE TERMS,
EXCLUSIONS AND CONDITIONS OF SUCH POLICIES. LIMITS SHOWN MAY HAVE BEEN REDUCED BY PAID CLAIMS.
INSR ADDL [SUBR POLICY EFF | POLICY EXP
LTR TYPE OF INSURANCE INSD [ WVD POLICY NUMBER (MM/DD/YYYY) | (MM/DD/YYYY) LIMITS
X | COMMERCIAL GENERAL LIABILITY EACH OCCURRENCE $ 1,000,000
DAMAGE TO RENTED
A CLAIMS-MADE OCCUR PREMISES (Ea occurrence) $ 50,000
X | OH Stop Gap CMM8049045 7/1/2019 7/1/2020 MED EXP (Any one person) $ 10,000
X | Contractual Liability PERSONAL & ADV INJURY $ 1,000,000
GEN'L AGGREGATE LIMIT APPLIES PER: GENERAL AGGREGATE $ 2,000,000
POLICY e Loc PRODUCTS - COMPIOPAGG | §$ 2,000,000
OTHER: Employee Benefits $ 1,000,000
AUTOMOBILE LIABILITY C[E C;“g%'c'i‘fj'fe[rft?'NG'—E LiMIT $ 1,000,000
A X ANY AUTO BODILY INJURY (Per person) $
ALL OWNED SCHEDULED .
X AUTOS AUTOS CMM8049045 7/1/2019 7/1/2020 BODILY INJURY (Per accident) [ $
X %_ | NON-OWNED PROPERTY DAMAGE 5
HIRED AUTOS AUTOS Per accident)
$
X | UMBRELLA LIAB X | occur EACH OCCURRENCE $ 10,000,000
A EXCESS LIAB CLAIMS-MADE AGGREGATE $ 10,000,000
DED RETENTION $ CMM8049045 7/1/2019 7/1/2020 $
WORKERS COMPENSATION X | PER | OTH-
AND EMPLOYERS' LIABILITY YIN STATUTE ER
ANY PROPRIETOR/PARTNER/EXECUTIVE E.L. EACH ACCIDENT $ 1,000,000
OFFICER/MEMBER EXCLUDED? I:I N/A
B | (Mandatory in NH) WCB1025341 7/1/2019 7/1/2020 | EL. DISEASE - EAEMPLOYEE | $ 1,000,000
If yes, describe under
DESCRIPTION OF OPERATIONS below E.L. DISEASE - POLICY LIMIT [ $ 1,000,000
A | Installation Floater CMM8049045 7/1/2019 7/1/2020 | Installation Floater $600,000
A | Equipment Rented & Leased CMM8049045 7/1/2019 7/1/2020 | Rented & Leased Ea Unit $50,000

DESCRIPTION OF OPERATIONS / LOCATIONS / VEHICLES (ACORD 101, Additional Remarks Schedule, may be attached if more space is required)
Evidence of Insurance subject to policy terms, conditions,

limitations and exclusions.

CERTIFICATE HOLDER

CANCELLATION

For Evidence of Insurance

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BE CANCELLED BEFORE
THE EXPIRATION DATE THEREOF, NOTICE WILL BE DELIVERED IN
ACCORDANCE WITH THE POLICY PROVISIONS.

AUTHORIZED REPRESENTATIVE

Ryan Wingrove/JC

LN

ACORD 25 (2014/01)
INS025 (201401)

© 1988-2014 ACORD CORPORATION. All rights reserved.

The ACORD name and logo are registered marks of ACORD
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WESTVIRGINIA
CONTRACTOR
LICENSING
BOARD

PAAAAAAAAYC

CONTRACTOR LICENSE .

Authorized by the

West Virginia Contractor Licensing Boa{d

Number: WV042038

Classification:

LOW VOLTAGE SYSTEMS

NEWTECH SYSTEMS INC
DBA NEWTECH SYSTEMS INC
1850 DALTON AVENUE
ASHLAND, KY 41102

Date Issued Expiration Date

hair, West Virginia Contractor

Licensing Board

Moy blome, C5D

AutHorized Company Signature

This license, or a copy thereof, must be posted in a conspicuous place at every construction site w"here work is being
performed. This license number must appear in all advertisements, on all bid submissions and an all fully executed
and binding contracts. This license cannot be assigned or transferred by licensee. Issued under provisions of West
Virginia Code, Chapter 21, Article 11. ‘



Department of Administration State of West Virginia

% |Purchasing Division
\ |2015 Washington Street East Centralized Request for Quote

/"] |Post Office Box 50130 Construction
# |Charleston, WV 25305-0130

Proc Folder: 867223
Doc Description: Addendum No. 1 Building 3 Outdoor Stage Electrical Upgrade

Reason for Modification:
Addendum No. 1

Proc Type: Central Purchase Order
Date Issued Solicitation Closes Solicitation No Version
2021-12-08 2021-12-16  13:30 CRFQ 0211 GSD2200000022 2
BID RECEIVING LOCATION
BID CLERK
DEPARTMENT OF ADMINISTRATION
PURCHASING DIVISION
2019 WASHINGTON ST E
CHARLESTON WV 25305
Us
VENDOR
Vendor Customer Code: 000000113760
Vendor Name : Newtech Systems, Inc.
Address : 420 16th St.
Street :
City : Dunbar
State: WV Country : UsA Zip: 25064
Principal Contact:  Chris Janey
Vendor Contact Phone: 304.766.0000 Extension: 209
FOR INFORMATION CONTACT THE BUYER
Melissa Pettrey
(304) 558-0094
melissa.k.pettrey@wv.gov
Vendor . i
signatorox  (rce Qlaney ceng 2075736303 oae 12/15/2021

J
All offers subject to all tegns and conditions contained in this solicitation

Date Printed:  Dec 8, 2021 Page: 1

FORM ID: WV-PRC-CRFQ-002 2020/05




ADDITIONAL INFORMATION

Request for Quotation
Construction

Addendum No. 1 is issued to publish and distribute the attached information to the vendor community.

ARRERRTRRTEARARRRAENRERRAAARARRARREERRARRRRRARRRRRARRARRRRRREARRRARRERRRNARRARARERARRRRRARRRERARRRRRERARAANAARAARR TR AAAAAR AR AR SRR AARN AR S A AT Adhh ek hdhd:

The West Virginia Purchasing Division is soliciting bids on behalf of the WV Department of Administration, General Services
Division, to establish a contract for the furnishing and installing eight (8) new 20-amp weather resistant outlets around the stage
area with approximately 150 feet of 1 plastic underground approve conduit with #12 wiring connecting it to one (1) new 200-amp
single-phase stainless-steel weather resistant panel with 30 circuits and four (4) weather resistant outlets mounted on the side of
the panel. A new panel will be located at the location of the existing panel. New wiring and conduit will also connect an existing
conduit in front of the stage area that powers an outlet in the flower bed across the walkway at the Building 3 Outdoor Stage, this
outlet will need to be checked to make sure it is in working order. If the outlet is found to be not in working order, it will also need
replaced in kind per the specifications, project plans, and terms and conditions as attached hereto.

The worksite is located behind Building 3 on the Capitol Complex.

INVOICE TO SHIP TO
DEPARTMENT OF DEPARTMENT OF
ADMINISTRATION ADMINISTRATION
GENERAL SERVICES GENERAL SERVICES
DIVISION DIVISION BLDG 3
112 CALIFORNIA AVENUE, 1800 KANAWHA BLVD E
5TH FLOOR
CHARLESTON wv CHARLESTON wv
Us uUs
Line Comm Ln Desc Qty Unit Issue Unit Price Total Price
1 Building 3 Outdoor Stage Electrical Upgrades  1.00000 JOB $29,796.59 $29,796.59
Comm Code Manufacturer Specification Model #
39120000
Extended Description:
Building 3 Outdoor Stage Electrical Upgrades
|SCHEDULE OF EVENTS
Line Event Event Date
1 Mandatory Pre-bid meeting @ 10AM 2021-11-30
2 Vendor question deadline @ 3PM 2021-12-06
Date Printed:  Dec 8, 2021 Page: 2 FORM ID: WV-PRC-CRFQ-002 2020/05




SOLICITATION NUMBER: GSD2200000022
Addendum Number: 1

The purpose of this addendum is to modify the solicitation identified as (“Solicitation™) to reflect the change(s)
identified and described below.

Applicable Addendum Category:
[] Modify bid opening date and time
[] Modify specifications of product or service being sought
[X] Attachment of vendor questions and responses
[X] Attachment of pre-bid sign-in sheet
[] Correction of error

[1 Other

Description of Modification to Solicitation:
1. To publish responses to vendor questions, as well as the Pre-bid sign-in sheet.
No other changes.

Additional Documentation: Documentation related to this Addendum (if any) has been included herewith as
Attachment A and is specifically incorporated herein by reference.

Terms and Conditions:

1. All provisions of the Solicitation and other addenda not modified herein shall remain in full force and
effect.

2. Vendor should acknowledge receipt of all addenda issued for this Solicitation by completing an
Addendum Acknowledgment, a copy of which is included herewith. Failure to acknowledge addenda
may result in bid disqualification. The addendum acknowledgement should be submitted with the bid to
expedite document processing.



CRFQ GSD2200000022
Vendor questions and responses.

Q1. The total length of conduit to serve all locations for outlets as described at the pre-bid is 230
L.Ft. Please confirm.

Al. Yes.

Q2. During the pre-bid there were (4) locations described for outlets (2 in front beside the steps
and 2 in rear) not (8). Please confirm (4) outlet locations and not (8).

A2. There are 8 locations.

Q3. During the prebid it was expressed that a 240v 50a twist-lock outlet was to be provided on
the exterior of the new stainless-steel panel. Confirm this is still required.

A3. Yes.

Q4. The rear outlet locations will be above the ground and may present a tripping hazard. Please
confirm the rear outlets are to be installed above the ground.

A4. The boxes are to be in ground.

Q5. One continuous conduit cannot be used for multiple outlets without adding hand

holes. Would you prefer adding (2) hand holes or simply installing a dedicated conduit to each
outlet location?

AS. Yes.

Q6. It is assumed that a dedicated circuit (home run) be used for each outlet location. Please
confirm dedicated runs on separate breakers will be required.

A6. Yes.



Pre-Bid Sign-Iin Sheet

Please Note.

Vendors must sign-in on this sheet to verify attendance at the Pre-Bid meeting.

Failure to legibly sign in may be grounds for declaring a vendor ineligible to bid.

For further verification, please also provide a business card if possible.

gw\d\nﬁ 2 Outdoor S’Mﬁf

Solicitation Number; CRFQ GSD22000022

Date of Pre-Bid Meeting: November 30, 2021

Location Of Prebid Meeting: Bldg 4, 112 California Avenue, Charleston, WV, 25305

A53/%

Firm Represented:* Rep Name (Printed): Firm Address: Telephone #: Fax #: Email:
oy — ' - J o . c ':.M(."nd‘,‘/\ /e
T ie /f vt {2 . HHO € ey Lie K R’ 204 l“fg/‘l' 0 R3¢ 'ﬁ < 9
3 1 == C'm'l“ﬁ'i‘ R Chayestonrv| @ iex Jahea - Coamn
L ¢ Q‘a(‘.{.l:\j } }(. | 0.C3 i 104 5()::“('7 >
\
. | P0oDox LRE 2 ¢ \
Do C"""ﬁ;_;Da“m"ﬁ“"nfo” Garle , Bridge 6 | pz2-10 00 o Slem e {zf.;f
Neweru Stam_e; Ciws Jave | U0 |4 ST (Bot) (2Zo4) csaney &
Duneke ) WV | 266-0000 | 266003 | nousrfecli-SyYysS.
25064 €61, AR Com
édnc?&agnf[ pt’;k Warbw /3 g’h&’j/é:gfci(} Sl -¢137 Scnd | 3X D
) Al 2haries W
Lot Matf Hryg, Ad 1 Oras|.Com

*One Vendor Per Representative - No one individual is permitted to represent more than one vendor at the pre-bid meeting. Any individual that does
attempt to represent two or more vendors will be required to select one vendor to which the individual’s attendance will be attributed. The vendors not
selected will be deemed to have not attended the pre-bid meeting unless another individual attended on their behalf.



ADDENDUM ACKNOWLEDGEMENT FORM
SOLICITATION NO.: GSD2200000022

Instructions: Please acknowledge receipt of all addenda issued with this solicitation by completing this
addendum acknowledgment form. Check the box next to each addendum received and sign below.
Failure to acknowledge addenda may result in bid disqualification.

Acknowledgment: I hereby acknowledge receipt of the following addenda and have made the
necessary revisions to my proposal, plans and/or specification, etc.

Addendum Numbers Received:
(Check the box next to each addendum received)

[ X] Addendum No. 1 [ 1 Addendum No. 6
[ ] Addendum No.2 [ 1 Addendum No.7
[ 1 Addendum No.3 [ ] Addendum No. 8
[ 1 Addendum No.4 [ 1] Addendum No.9
[ 1 Addendum No.5 [ ] Addendum No. 10

I understand that failure to confirm the receipt of addenda may be cause for rejection of this bid. I
further understand that that any verbal representation made or assumed to be made during any oral
discussion held between Vendor’s representatives and any state personnel is not binding. Only the
information issued in writing and added to the specifications by an official addendum is binding.

Newtech Systems, Inc.

W;}W

7" Authorized Signature

Company

12/15/2021

Date

NOTE: This addendum acknowledgement should be submitted with the bid to expedite document processing.



Department of Administration State of West Virginia

Purchasing Division ;
2019 Washington Street East Centralized Request for Quote

Post Office Box 50130 Construction
Charleston, WV 25305-0130

Proc Folder: 967223
Doc Description: Addendum No. 1 Building 3 Outdoor Stage Electrical Upgrade

Reason for Modification:
Addendum No. 1

Proc Type: Central Purchase Order

Date Issued Solicitation Closes Solicitation No Version
2021-12-08 2021-12-16  13:30 CRFQ 0211 GSD2200000022 2

BID RECEIVING LOCATION

BID CLERK

DEPARTMENT OF ADMINISTRATION

PURCHASING DIVISION

2019 WASHINGTON ST E

CHARLESTON WV 25305

us

VENDOR

Vendor Customer Code: 000000113760

Vendor Name : Newtech Systems, Inc.

Address : 420 16th St.

Street :

City Dunbar

State : WV Country : USA Zip - 25064
Principal Contact :  Chris Janey

Vendor Contact Phone: 304.766.0000 Extension: 299

FOR INFORMATION CONTACT THE BUYER
Melissa Pettrey

(304) 558-0094
melissa.k.pettrey@wv.gov

Vendor . ]
Signature X C%»w QW% FEIN# 20-5736303

DATE 12/15/2021

All offers subject to all terzs andﬂconditions contained in this solicitation

Date Printed:  Dec 8, 2021 Page: 1

FORM ID: WV-PRC-CRFQ-002 2020/05




ADDITIONAL INFORMATION
Addendum No. 1 is issued to publish and distribute the attached information to the vendor community.

*hkkkkhkhkhkhkhkhkhkkkhkhhhkhhhhkhkhkhhhhhhhhkhkhhhhhhhhkhkhhhhhhhhhkhkhhhhhhhhkhkhkhhhhhhhhkhkhhhhhhhhhkhkhhhhhhhhkhkhhhhhhhhhkhkhhhhhhhhkhkhkhhhhhhhhkhkhhhhhhhhkhkhkhhhhhhhkhkhkhhhhhhhhhhhk:

Request for Quotation
Construction

The West Virginia Purchasing Division is soliciting bids on behalf of the WV Department of Administration, General Services
Division, to establish a contract for the furnishing and installing eight (8) new 20-amp weather resistant outlets around the stage
area with approximately 150 feet of 1 plastic underground approve conduit with #12 wiring connecting it to one (1) new 200-amp
single-phase stainless-steel weather resistant panel with 30 circuits and four (4) weather resistant outlets mounted on the side of
the panel. A new panel will be located at the location of the existing panel. New wiring and conduit will also connect an existing
conduit in front of the stage area that powers an outlet in the flower bed across the walkway at the Building 3 Outdoor Stage, this
outlet will need to be checked to make sure it is in working order. If the outlet is found to be not in working order, it will also need
replaced in kind per the specifications, project plans, and terms and conditions as attached hereto.

The worksite is located behind Building 3 on the Capitol Complex.

INVOICE TO SHIP TO

DEPARTMENT OF DEPARTMENT OF

ADMINISTRATION ADMINISTRATION

GENERAL SERVICES GENERAL SERVICES

DIVISION DIVISION BLDG 3

112 CALIFORNIA AVENUE, 1900 KANAWHA BLVD E

5TH FLOOR

CHARLESTON WV CHARLESTON WV

us us

Line Comm Ln Desc Qty Unit Issue Unit Price Total Price
1 Building 3 Outdoor Stage Electrical Upgrades 1.00000 JOB $29,796.59 $29,796.59
Comm Code Manufacturer Specification Model #

39120000

Extended Description:
Building 3 Outdoor Stage Electrical Upgrades

SCHEDULE OF EVENTS

Line Event Event Date
1 Mandatory Pre-bid meeting @ 10AM 2021-11-30
2 Vendor question deadline @ 3PM 2021-12-06

Date Printed:  Dec 8, 2021 Page: 2 FORM ID: WV-PRC-CRFQ-002 2020/05




Document Phase

Document Description

Page

GSD2200000022

Final

Addendum No. 1 Building 3
Outdoor Stage Electrical Upgrade

ADDITIONAL TERMS AND CONDITIONS

See attached document(s) for additional Terms and Conditions
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